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1 THE SYSTEM OF PIPING SHOWN ON THESE
DRAWINGS ASSOCIATED WITH THE SPLIT SYSTEM
A/C UNITS IS SPECIFIC TO THE BASIS OF DESIGN
MANUFACTURER. THE PIPING SYSTEM REQUIRED
FOR INSTALLATION SHALL BE SIZED AND
CONFIGURED IN ACCORDANCE WITH
INSTRUCTIONS, RECOMMENDATIONS, AND
GUIDELINES OF THE SELECTED SYSTEM
MANUFACTURER.
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